
Work Order (Bid Form)

Richard Goddard 615-812-8955

WO/90009MD2502/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

Audit Performed 9 Dec 11

One Story, 924 SQFT, Built 1920

Lead Based Paint Practices may be necessary

Older home, but well kept and in good condition.

COMMENT

Company Name & License Number:

Contractor's Signature:

90009MD2502Audit Name:

CLIENT INFORMATION

Davidson

90009MD2502

Alt. Client ID:

Client Name: Address:

Client ID: ,    

AGENCY INFORMATION

Metropolitan Development and Housing Agency (615) 252-8500

(615) 252-8533701 South Sixth Street

Agency Phone:Agency:

Email Address:

Fax:Address:

Nashville, TN   37206
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Client Name:

Client ID: 90009MD2502

Alt. Client ID: Davidson

Work Order Name: WO/90009MD2502/1

Work Order (Bid Form)

Version 8.6.0

DOE Weatherization Assistant

Report Run On: 12/12/2011



Measures

Seal Ducts

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Mastic seal 5 boots (LR-2.8. Bdrm1-1.9, Kit-10.5, Bath-26.5, Bdrm2- 8.6)

Components Inspected

#

1

Duct Sealing10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Infiltration Redctn

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Infiltration Reduction Measures:

1. DR2 - WS, DS
2. Seal Plumbing penetrations thru floor at bath (tub, Commode)

Components Inspected

#

2

Infiltration Reduction10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Pipe Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Wrap 5' at hot and cold water lines

Components Inspected

#

3

DHW Pipe Insulation1 1EachInsulation

DHW Pipe Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 40 Gal tall, elec

Components Inspected

#

4

DHW Tank Insulation1 1EachHot Water Equip

DHW Tank Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Wall Insulation WL1,WL2,WL3,WL4

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Exterior walls - vinyl siding

Components Inspected

#

5

Wall Insulation  - 

Cellulose, Blown - 2x4 

Filled

1 852.7SqFtInsulation

Wall Insulation  - 

Cellulose, Blown - 2x4 

Filled

2 852.7SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Attic Ins. R-30 A1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Added Cost to evenly spread existing insulation

Components Inspected

#

6

Attic Insulation  - 

Cellulose, Blown - R-30

1 924SqFtInsulation

Attic Insulation  - 

Cellulose, Blown - R-30

2 924SqFtLabor

Added Misc Cost3 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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CO Monitor is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

7

CO monitor1 1EachHealth and Safety

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Install Bathroom Exhaust Fan

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Install bath exhaust fan ( none existing). Vent to exxterior and cap, provide 

switch, pull electricity from nearby circuit

Components Inspected

#

8

Bathroom exhaust fan1 1EachHealth and Safety

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Install Kitchen Exhaust Fan

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Replace existing 30" recirculating fan with 30" hood vented to exterior and 
cap. (black)

Components Inspected

#

9

Kitchen exhaust fan1 1EachHealth and Safety

Labor2 1HourLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Leave 6 HVAC Filters

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment HVAC Filter 16x25 ( client replaces filter regularly)

Components Inspected

#

10

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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PressureRelief Piping Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

11

Pressure relief piping1 1EachHealth and Safety

Labor2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Smoke Detector is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

12

Smoke detector1 2EachHealth and Safety

Labor2 2EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Vapor Barrier Needed 

(Basement/Crawlspace)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Vapor Barrier Needed - CS will need to be cleaned out (Client will have family 

clean  out from under house)

Components Inspected

#

13

Basement / crawlspace 

vapor barrier

1 927SqFtHealth and Safety

Labor2 927SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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Door2
31x71

Door1
36x80

1 story Vinyl Siding

924 SQFT

MD2502

Win9 28x60

Win8 32x60

Win7 24x30

Win6 24x36

Win5 24x36 Win4 36x24

Win3 32x60

Win2 32x60

Win1 28x60

Wall 4 Wall 2

Wall 3

Wall 1

WEST

EAST

SOUTH

NORTH

28'

33
'


